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STORM WATER MANHOLE DETAIL

KEYED NOTES:
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FLOWABLE
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\”Y” FITTING PROJECTS. FOR ML—1/ML-2,

1" £ MORTAR

SCALE: NONE

NOTES FOR DESIGNER: (DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 2.
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1/4 BEND (REMOVE THIS NOTE WHEN IN—

STOP ALL PIPE 1" INTO MANHOLE.
CLEAN ALL JOINTS AND INSTALL SEALING GASKETS.
GROUT WATER STOP (TYP).

USE DROP WHERE INVERT CAN NOT BE SET AT MANHOLE
FLOWLINE.

TEST STATION WITH 6° CONCRETE COLLAR.

DO NOT USE FLAT TOPS IN PARKING LOTS OR ROADWAYS.

MASTIC AND/OR GROUT FOR WATER TIGHT SEAL AND THE
PREVENTION OF DISPLACEMENT OF RINGS AND COVER.

DRAWING DEVELOPED FOR ML-3

ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.

SERTED INTO A DRAWING PACK—
AGE).
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